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TextLight Wastewater 
Level Kit



Instructions

Place float into well and secure float by its cord 
near the top of the well.

1

Use the float as a normally open float (closes 
as tipped), wire the blue and brown wires to the 
orange pair of TextLight.

2

Use the float as a normally closed float (opens 
as tipped), wire the brown and black wires to 
orange pair of TextLight.

3

For technical support please call: 
NEED MORE GUIDANCE?

Hours: Mon- Fri: 8am - 5pm EST
1-888-454-5051

Contents

Includes: (1) Bushing (1) TextLight Accessory Bag (1) Backup Battery 
with Mounting Pocket (1) Wastewater Float (1) TextLight


